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Farabee Mechanical Inc. °°

P.O. Box 1748
Hickman, NE 68372-1748
Phone (402) 792-2612
Fax (402) 792-2712

25 January 2013

KDHE Bureau of Air & Radiation
RICE NESHAP ZZZZ

1000 SW Jackson, Suite 310
Topeka, KS 66612-1366

For Sterling Municipal Power Plant, Sterling, KS, please find enclosed:

* Notice of Applicability
* Notices of Modification/Proposed Upgrade

Once we begin installation, a test protocol and Notice of Intent to Test
will be forwarded to KDHE, as well.

Respectfully,

Farabee Mechanical, Inc.

@Zﬂ/ﬂd/ @(/1 7

Donna Oehm
Client Services Manager

cc: EPA REGION VII (IA NE KS MO)
DIRECTOR, AIR AND WASTE MANAGEMENT
RE: RICE NESHAP ZZZZ
11201 RENNER BLVD
LENEXA KS 66219



Jan 25 13 06:54p Sterling Power Plant 620-278-3663

FMI Initial Notification of Applicability

PO Box 1748 National Emission Standards for Hazardous Air Pollutants:
Hickman NE 68372-1748 Stationary Reciprocating Internal Combustion Engines
Phone: (402) 792-2612 40 CFR part 63, subpart ZZZZ

Fax: (402) 792-2712
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El Yes, lam subject to 40 CFR Part 63 Subpart ZZZZ National Emission Standards for
Hazardous Air Pollutants for Stationary Reciprocating Internal Combustion Engines

NAICS Code(s): 2211 "“Electric Power Generation"

Compliance Date: M  Existing Source: May 3, 2013
O New/reconstructed source: upon initial startup

Company Name: | Sterling Municipal Power Plant
Facility Name (if different): [ |Facility 1D: 1590024
Facility Physical Location Address: J333 N. Broadway

Sterling,_ KS 67579

My facilityisa: [ Area Source [J Major Source
Owner name / title: ] City of Sterling, KS

Rod Willis, City Manager
Owner/Company address:] JPO Box 287

114 N. Broadway, Sterling, KS 67579
Owner telephone number: |(620) 278-3423
Owner email address (if available): |rwilIis@sterling-kansas.com

Person to Contact:

Name / Title: | David Fankhauser, Power Plant Superintendent
Telephone Number: |(620) 278-3532
Email address (if available): |dfankhauser@sterling-kansas.com

Page1of2




Jan 25 13 06:55p Sterling Power Plant 620-278-3663

FMI Initial Notification of Applicability

PO Box 1748 National Emission Standards for Hazardous Air Pollutants:
Hickman NE 68372-1748 Stationary Reciprocating Internal Combustion Engines
Phone: (402) 792-2612 40 CFR part 63, subpart ZZ2Z

Fax: (402) 792-2712

Brief description of the stationary RICE at the facility, including number of engines
and the site-rated HP of each engine:

Unit 1 Nordberg  FSG-138-HSC 1500 kw non-emergency 2110 hp
Unit 2 Nordberg  FSG-136-SC 555 kW emergency 800 hp

Unit 3 Nordberg  FSG-1312-HSC 3000 kW non-emergency 3700 hp
Unit 4 Nordberg  FSG-138-HSC 1135 kW non-emergency 1600 hp
Unit 5 Nordberg  FSG-138-HSC 1400 kwW non-emergency 1960 hp
Unit 6 Nordberg  FSG-138-HSC 1400 kw non-emergency 1960 hp
Unit7 Nordberg  FSG-138-HSC 1400 kW non-emergency 1960 hp

| hereby certify that the information presented herein is correct to the

best\of my knmy.dge /
K ~/w., (R ATe 3% /=25 - 2013
(Signature) (Date)
David Fankhauser, Power Plant Superintendent (620) 278-3532
(Printed Name/Title) (Telephone Number)

**Return both pages (signed) to FM| via fax or email: farabeecsm@inebraska.com
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Jan 25 13 06:55p Sterling Power Plant 620-278-3663

FMI

Farabee Mechanical Inc.

P.O. Box 1748

Hickman, NE 68372-1748
Phone (402) 792-2612
Fax (402) 792-2712

Date 25-Jan-2013 Permit Holder |  Sterling Municipal Power Plant

Source 1D ’ 1590024 Regulating Authority KDHE - Air EPA Region Vil
1000 SW Jackson 11201 Renner Blvd
Kansas City KS 66612  Lenexa KS 66219

Location Mailing: PO Box 278

Physical: 333 Broadway
Sterling, KS 67579

Unit # and Model IUnit #1 Nordberg FSG-138-HSC, 8 Cylinder, 2110 hp, 1500 kW, dual fuel

Description of proposed changes ]

Remove existing exhaust silencer and tail pipe. Install new oxidation catalyst/silencer combination unit and
replace tail pipe. New silencer will bring unit into RICE-NESHAP compliance with test to be completed after
installation.

Additionally, crankcase emissions filtration system will be placed to condense oil mist and return to crankcase.
Remaining crankcase emissions will be returned to combustion air inlet resulting in no net emissions for the
crankcase vent system per RICE-NESHAP regulations.

|Will exhaust location change ? Jves [ Ino [x |

[Will exhaust height be modified?  Jves [x  [No [ |

Stack height after modification | 41'

Height of tallest building within 50 feet 30' Power Plant building

Tentative date of completion ] ' 30-Aug-2013

Permit Holder's Representative ] David Fankhauser, Power Plant Superintendent
Contact information for permit holder | {620) 278-3532

dfankhauser@sterling-kansas.com

n
Signature | j L jj
AN /(,w/v.(,(" C
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Jan 25 13 06:55p Sterling Power Plant 620-278-3663

FMI

Farabee Mechanical Inc.

P.0. Box 1748

Hickman, NE 68372-1748
Phone (402) 792-2612
Fax [402) 792-2712

Date | 25-1an-2013 Permit Holder |  Sterling Municipal Power Plant

Source ID I 1550024 Regulating Authority KDHE - Air EPA Region Vii
1000 SW Jackson 11201 Renner Blvd
Kansas City KS 66612 Lenexa KS 66219

Location ] Mailing: PO Box 278

Physical: 333 Broadway
Sterling, KS 67579

Unit # and Model IUnit #3 Nordberg F5G-1312-HSC, 12 Cylinder, 3700 hp, 3000 kW, dual fuel

Description of proposed changes ]

Remove existing exhaust silencer and tail pipe. Install new oxidation catalyst/silencer combination unit and
replace tail pipe. New silencer will bring unit into RICE-NESHAP compliance with test to be completed after
installation.

Additionally, crankcase emissions filtration system will be placed to condense oil mist and return to crankcase.
Remaining crankcase emissions will be returned to combustion air inlet resulting in no net emissions for the
crankcase vent system per RICE-NESHAP regulations.

{Will exhaust location change ? [ves | [no [x ]

[Will exhaust height be modified ? ~ Jves [x  no |

Stack height after modification | 41

Height of tallest building within 50 feet 30' Power Plant building

Tentative date of completion | 30-Aug-2013

Permit Holder's Representative | David Fankhauser, Power Plant Superintendent
Contact information for permit holq'er J (620) 278-3532

dfankhauser@sterling-kansas.com

A

AN i (]
Signature | / i ‘ / //
/‘{ /n.,g» «j /7/[61 i,l../ AT 9]




Jan 25 13 06:56p Sterling Power Plant 620-278-3663

FMI

Farabee Mechanical Inc.

P.0. Box 1748

et o e o e

Hickman, NE 68372-1748
Phone (402) 792-2612
Fax (402) 792-2712

Date 25-Jan-2013 Permit Holder | Sterling Municipal Power Plant

Source ID I 1590024 Regulating Authority KDHE - Air EPA Region VIl
1000 SW Jackson 11201 Renner Blvd
Kansas City KS 66612 lLenexa KS 66219

Location I Mailing: PO Box 278

Physical: 333 Broadway
Sterling, KS 67579

Unit # and Model |Unit #4 Nordberg FSG-138-HSC, 8 Cylinder, 1600 hp, 1135 kW, dual fuel

Description of proposed changes |

Remove existing exhaust silencer and tail pipe. Install new oxidation catalyst/silencer combination unit and
replace tail pipe. New silencer will bring unit into RICE-NESHAP compliance with test to be completed after
installation.

Additionally, crankcase emissions filtration system will be placed to condense oil mist and return to crankcase.
Remaining crankcase emissions will be returned to combustion air inlet resulting in no net emissions for the
crankcase vent system per RICE-NESHAP regulations.

[Will exhaust location change ? [ves | [No x|

[Will exhaust height be modified?  [ves [x [No | |

Stack height after modification | 41'

Height of tallest building within 50 feet | 30° Power Plant building

Tentative date of completion | 30-Aug-2013

Permit Holder's Representative 1 David Fankhauser, Power Plant Superintendent
Contact information for permit holder } (620) 278-3532

dfankhauser@sterling-kansas.com

ra /4/
Signature | ﬁ' Yoo ‘/ /
v//f,uy ‘:‘ﬂ - u.l,"jl' .'/fn LLH\




Jan 25 13 06:56p Sterling Power Plant 620-278-3663

FMI

Farabee Mechanical Inc.

P.O. Box 1748 MR L S R AT :”*.—[':]El,;:'if’{e‘tﬁ'

Hickman, NE 68372-1748
Phone (402) 792-2612
Fax [402) 792-2712

|Date 25-Jan-2013 Permit Holder I Sterling Municipal Power Plant

Source ID | 1530024 Regulating Authority KDHE - Air EPA Region Vi
1000 SW Jackson 11201 Renner Blvd
Kansas City KS 66612 Lenexa KS 66219

Location | Mailing: PO Box 278

Physical: 333 Broadway
Sterling, KS 67579

Unit # and Model ]Unit #5 Nordberg FSG-138-HSC, 8 Cylinder, 1960 hp, 1400 kW, dual fuel

Description of proposed changes f

Remove existing exhaust silencer and tail pipe. Install new oxidation catalyst/silencer combination unit and
replace tail pipe. New silencer will bring unit into RICE-NESHAP compliance with test to be completed after
installation.

Remaining crankcase emissions will be returned to combustion air inlet resulting in no net emissions for the
crankcase vent system per RICE-NESHAP regulations.

Additianally, crankcase emissions filtration system will be placed to condense oil mist and return to crankcase.

[Will exhaust location change ? fyes | INo [x |

|Will exhaust height be modified ? lyes {x No [ |

Stack height after modification | 41

Height of tallest building within 50 feet l : 30' Power Plant building

Tentative date of completion ] 30-Aug-2013

Permit Holder's Representative | David Fankhauser, Power Plant Superintendent
Contact information for permit holder | (620} 278-3532

dfankhauser@sterling-kansas.com

AN af |
Signature | /( [ 4 1{/'
V\/k""“’,/ T fFEUD




Jan 25 13 06:57p Sterling Power Plant 620-278-3663

FMmI
Farabee Mechanical Inc.

P.O. Box 1748

Hickman, NE 68372-1748
Phone (402) 792-2612
Fax (402) 792-2712

Date 25-Jan-2013 Permit Holder |  Sterling Municipal Power Plant

Source ID 1590024 Regulating Authority KDHE - Air EPA Region VI
1000 SW Jackson 11201 Renner Bivd
Kansas City KS 66612 Lenexa KS 66219

Location | Mailing: PO Box 278

Physical: 333 Broadway
Sterling, KS 67579

Unit # and Model lUnit #6 Nordberg FSG-138-HSC, 8 Cylinder, 1960 hp, 1400 kW, dual fuel

Description of proposed changes l

Remove existing exhaust silencer and tail pipe. Install new oxidation catalyst/silencer combination unit and
replace tail pipe. New silencer will bring unit into RICE-NESHAP compliance with test to be completed after
installation.

Remaining crankcase emissions will be returned to combustion air inlet resulting in no net emissions for the
crankcase vent system per RICE-NESHAP regulations.

Additionally, crankcase emissions filtration system will be placed to condense oil mist and return to crankcase.

[Will exhaust location change ? [Yes |  Ino Jx ]

[Will exhaust height be modified ?  JYes |X |No | |

Stack height after modification | 41'

Height of tallest building within 50 feet | 30’ Power Plant building

Tentative date of completion | 30-Aug-2013

Permit Holder's.Representative | David Fankhauser, Power Plant Superintendent
Contact information for permit holder [ {620) 278-3532

dfankhauser@sterling-kansas.com

/\ L] ’h‘ . V4
Signature ot :
[T T ‘Meiicdeq
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FMI

Farabee Mechanical Inc.

P.O. Box 1748

Hickman, NE 68372-1748
Phone {402} 792-2612
Fax (402) 792-2712

Date 25-Jan-2013 Permit Holder I Sterling Municipal Power Plant

Source 1D ] 1550024 Regulating Authority KDHE - Air EPA Region VIi
1000 SW Jackson 11201 Renner Blvd
Kansas City KS 66612  Lenexa KS 66219

Location Mailing: PO Box 278

Physical: 333 Broadway
Sterling, KS 67579

Unit # and Model JUnit #7 Nordberg FSG-138-HSC, 8 Cylinder, 1960 hp, 1400 kW, dual fuel

Description of proposed changes |

Remove existing exhaust silencer and tail pipe. Install new oxidation catalyst/silencer combination unit and
replace tail pipe. New silencer will bring unit into RICE-NESHAP compliance with test to be completed after
installation.

Remaining crankcase emissions will be returned to combustion air inlet resulting in no net emissions for the
crankcase vent system per RICE-NESHAP regulations.

Additionally, crankcase emissions filtration system will be placed to condense oil mist and return to crankcase.

{will exhaust location change ? lves | [no X ]

[Will exhaust height be modified ? [yes |x Ino [ |

Stack height after modification | 41’

Height of tallest building within-50 feet | 30' Power Plant building

Tentative date of completion | 30-Aug-2013

Permit Holder's Representative | David Fankhauser, Power Plant Superintendent
Contact information for permit holder 1 (620} 278-3532

dfankhauser@sterling-kansas.com

===t

Signature | /(/ LM(/ %Lw LMM




